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SOUTH DAKOTA ONE CALL (1-800-781-7474)

Prior to excavation contact:

correctness or completeness of locations is guaranteed.

Drawings indicate general utility locations only.  Neither the 
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Details/Standard Plates

Manhole Detail Sheets

Plan and Profile Sheets

Phasing Sequence Sheets

Symbology Legend

Estimate with General Notes and Tables

General Layout with Index
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ESTIMATE OF QUANTITIES 
 

 
 
 
 

ESTIMATE OF QUANTITIES (CONTINUED) 
 

 
 
 

GENERAL NOTES 
 
PROJECT SCOPE 
 
This project, along with the SDDOT project PCN 05HD consists of complete 
reconstruction of SD Hwy 50 (4th Street) from Paddle Wheel Drive to Archery 
Lane. Work included in the City Portion involves installation of new water 
main, sanitary sewer main and sanitary force main, as well as miscellaneous 
utility construction, within the SDDOT project construction limits. 
 
 
SPECIFICATIONS TO BE USED 
 
City of Yankton Standard Specifications and the South Dakota Department of 
Transportation Standard Specifications for Roads and Bridges 2015 Edition 
and Required Provisions, Supplemental Specifications, and Special 
Provisions as included in the Proposal. 
 
 
ORDER OF PRECEDENCE 
 
If conflicts arise, the order of precedence of the contract documents shall be 
as follows: Plans over Special Provisions over City of Yankton Standard 
Specifications over South Dakota Department of Transportation Supplemental 
Specifications and Errata over South Dakota Department of Transportation 
Standard Specifications for Roads and Bridges. 
 
 
 
SEQUENCE OF OPERATIONS 
Sequencing for the City Utility Portion of this project shall generally follow the 
construction sequencing for the SDDOT Portion of the project. This project 
will be constructed one half at a time, as shown in the phasing section of 
these plans. 
 
Temporary connections will be required to be made on all live sewer mains 
and services so that flow can be maintained while construction is completed 
on the first half, traffic is switched over, 
and utility construction is finished on the 
second half. 
 
Temporary connections will not be 
required between phases for water main. 
On pipes that are not temporarily 
connected,  
the pipes will be sealed with a pipe cap  
until the permanent connection is made. 
 
 

 
 
 
COMMITMENT H: WASTE DISPOSAL SITE 
 
The Contractor shall furnish a site(s) for the disposal of construction and/or 
demolition debris generated by this project. 
 
Action Taken/Required: 
 
Construction and/or demolition debris may not be disposed of within the State 
ROW. 
 
The waste disposal site(s) shall be managed and reclaimed in accordance 
with the following from the General Permit for Highway, Road, and Railway 
Construction/Demolition Debris Disposal Under the South Dakota Waste 
Management Program issued by the Department of Environment and Natural 
Resources. 
 
The waste disposal site(s) shall not be located in a wetland, within 200 feet of 
surface water, or in an area that adversely affects wildlife, recreation, 
aesthetic value of an area, or any threatened or endangered species, as 
approved by the Project Engineer. 
 
If the waste disposal site(s) is located such that it is within view of any ROW, 
the following additional requirements shall apply: 
 
1. Construction and/or demolition debris consisting of concrete, asphalt 
concrete, or other similar materials shall be buried in a trench completely 
separate from wood debris. The final cover over the construction and/or 
demolition debris shall consist of a minimum of 1 foot of soil capable of 
supporting vegetation. Waste disposal sites provided outside of the State 
ROW shall be seeded in accordance with Natural Resources Conservation 
Service recommendations. The seeding recommendations may be obtained 
through the appropriate County NRCS Office. The Contractor shall control the 
access to waste disposal sites not within the State ROW through the use of 
fences, gates, and placement of a sign or signs at the entrance to the site 
stating “No Dumping Allowed”. 
 
2. Concrete and asphalt concrete debris may be stockpiled within view 
of the ROW for a period of time not to exceed the duration of the project. Prior 
to project completion, the waste shall be removed from view of the ROW or 
buried and the waste disposal site reclaimed as noted above. 
 
The above requirements will not apply to waste disposal sites that are 
covered by an individual solid waste permit as specified in SDCL 34A-6-58, 
SDCL 34A-6-1.13, and ARSD 74:27:10:06. 
 
Failure to comply with the requirements stated above may result in civil 
penalties in accordance with South Dakota Solid Waste Law, SDCL 34A-6-
1.31. 
 
All costs associated with furnishing waste disposal site(s), disposing of waste, 
maintaining control of access (fence, gates, and signs), and reclamation of 
the waste disposal site(s) shall be incidental to the various contract items. 
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COMMITMENT I:  HISTORICAL PRESERVATION OFFICE CLEARANCES 
 
The SDDOT has obtained concurrence with the State Historical Preservation 
Office (SHPO or THPO) for all work included within the project limits and all 
department designated sources and designated option material sources, 
stockpile sites, storage areas, and waste sites provided within the plans. 
 
Action Taken/Required: 
 
All earth disturbing activities not designated within the plans require review of 
cultural resources impacts. This work includes, but is not limited to: Contractor 
furnished material sources, material processing sites, stockpile sites, storage 
areas, plant sites, and waste areas. 
 
The Contractor shall arrange and pay for a cultural resource survey and/or 
records search. The Contractor has the option to contact the state 
Archaeological Research Center (ARC) at 605-394-1936 or another qualified 
archaeologist, to obtain either a records search or a cultural resources survey. 
A record search might be sufficient for review; however, a cultural resources 
survey may need to be conducted by a qualified archaeologist. 
 
The Contractor shall provide ARC with the following: a topographical map or 
aerial view on which the site is clearly outlined, site dimensions, project 
number, and PCN. If applicable, provide evidence that the site has been 
previously disturbed by farming, mining, or construction activities with a 
landowner statement that artifacts have not been found on the site. 
 
The Contractor shall submit the records search or cultural resources survey 
report and if the location of the site is within the current geographical or 
historic boundaries of any South Dakota reservation to SDDOT Environmental 
Engineer, 700 East Broadway Avenue, Pierre, SD 57501-2586 (605-773-
3180). SDDOT will submit the information to the appropriate SHPO/THPO. 
Allow 30 Days from the date this information is submitted to the 
Environmental Engineer for SHPO/THPO review. 
 
If evidence for cultural resources is uncovered during project construction 
activities, then such activities shall cease and the Project Engineer shall be 
immediately notified. The Project Engineer will contact the SDDOT 
Environmental Engineer in order to determine an appropriate course of action. 
 
SHPO/THPO review does not relieve the Contractor of the responsibility for 
obtaining any additional permits and clearances for Contractor furnished 
material sources, material processing sites, stockpile sites, storage areas, 
plant sites, and waste areas that affect wetlands, threatened and endangered 
species, or waterways. The Contractor shall provide the required permits and 
clearances to the Project Engineer at the preconstruction meeting. 
 
 
STAKING 
 
All staking that is required for installation of water main, sanitary sewer piping 
and appurtenances shall be paid for at the contract lump sum price for 
“Miscellaneous Staking”. 
 
 
ACCEPTANCE TESTING 
 
The City will be responsible for taking the first acceptance test and a backup 
test if required.  All subsequent tests required due to failures will be paid by 
the Contractor by deducting the cost from the pay request. 
 
 

UTILITIES 
 
Location and protection of all underground utilities is the Contractors 
responsibility.  The Contractor will be required to coordinate work with the 
utility companies.  Existing utilities and service lines that coincide with 
proposed underground main locations are to be located in advance by the 
contractor such that proposed underground mains can be adjusted to avoid 
conflict. 
 
Utility locations are coordinated by calling:    1-800-781-7474 (One Call) 
 
 
INCIDENTAL WORK 
 
All salvageable materials shall be taken out intact and stockpiled within the 
right-of-way to the satisfaction of the Engineer.  The Contractor shall perform 
salvage operations in a manner that will prevent damage to the salvageable 
materials. 
 
Salvageable materials will be picked up by the City. 
 
All concrete removed from the existing structures and other disposable 
material shall be disposed of in accordance with the notes regarding Waste 
Disposal Site. 
 
The storm sewer and sanitary sewer force main lines crossing Hwy 50 near 
station 67+00 are a part of a DENR permitted animal waste management 
system. This system must remain operational at all times during the 
construction process to ensure that the system does not have any 
unpermitted discharges which would violate their general permit. The 
Contractor shall coordinate with the owner and ensure that the system 
remains operational throughout construction. 
 
 
DEWATERING AND EROSION CONTROL 
 
Pumping required for the removal of surface water from the work area and/or 
depressions will be considered incidental to other pay items and not paid for 
separately. 
 
Trench dewatering, including furnishing, installing, maintaining of the trench 
dewatering and all appurtenances necessary for the proper operation of 
trench dewatering, shall be incidental to the pipe and manhole installation 
 
The Contractor shall be responsible for obtaining the required Erosion Control 
Permits from the South Dakota Department of Environment and Natural 
Resources. The Storm Water Pollution Prevention Plan is located in 
Specifications. 
 
The Contractor is to keep the project site properly maintained and graded to 
drain storm water. No standing water is permitted on site. All regulations 
pertaining to Storm Water Pollution Prevention will be enforced. Direct 
discharge of storm water into the storm sewer system is not acceptable. 
 
 
 
 
 
 
 
 
 
 

 
 
 
TABLE OF REMOVE MANHOLE 

Quantity 
Station (Each) 

71+86.78 - 33.1' L 1 
77+14.64 - 33.6' L 1 

Total: 2 
 
 
REMOVE SEWER PIPE 
 
Removal of existing sewer main and existing force main shall be paid for at 
the contract unit price per foot for “Remove Sewer Pipe”. Payment for removal 
of sewer pipe shall be full compensation for excavation, removal, and disposal 
of the pipe. 
 
 
TABLE OF REMOVE SEWER PIPE 

Quantity 
Station      to Station (Ft) 

66+87.69 - 29.1' L 71+86.78 - 33.1' L 498 
71+86.78 - 33.1' L 77+14.64 - 33.6' L 528 

Total: 1026 
 
 
 
TABLE OF REMOVE FORCE MAIN 

Quantity 
Station      to Station (Ft) 

77+14.64 - 33.6' L 77+36.86 - 3.0' L 38 
Total: 38 

 
 
 
TABLE OF REMOVE FIRE 
HYDRANT 

Quantity 
Station (Each) 

69+48.38 - 38.4' L 1 
73+55.44 - 34.8' R  1 
85+25.77 - 97.3' R 1 
88+99.55 - 89.4' R  1 

Total: 4 
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REMOVE GATE VALVE 
 
The bid item of “Remove Gate Valve” shall include full compensation for the 
removal and disposal of the gate valve, valve box, and appurtenances. 
 
 
TABLE OF REMOVE GATE VALVE 

Quantity 
Station (Each) 

69+48.35 - 42.9' L 1 
73+55.19 - 33.7' R 1 
73+58.45 - 43.8' L 1 
73+78.56 - 43.5' L 1 
77+66.37 - 31.1' R 1 
77+78.77 - 33.4' R 1 
79+58.10 - 47.3' R 1 
85+26.07 - 96.1' R 1 
85+29.74 - 90.3' R 1 

Total: 9 
 
REMOVE WATER MAIN 
 
The removal of water main shall be paid for at the contract unit price per foot 
of water main removed. Payment for removal of water main pipe shall be full 
compensation for excavation, removal, and disposal of the pipe. 
 
 
TABLE OF REMOVE WATER MAIN 

Quantity 
Station      to Station (Ft) 

69+48.57 - 48.0' L 69+48.38 - 38.4' L 10 
73+58.22 - 40.9' L 73+58.45 - 45.3' L 5 
73+58.45 - 45.3' L  73+78.56 - 43.5' L 21 
77+59.50 - 76.4' R 77+78.80 - 30.8' R 52 
88+90.23 - 80.7' R  89+09.03 - 80.9' R 20 
88+99.55 - 89.4' R  88+99.47 - 80.4' R 10 

Total: 118 
 
 
SIDEWALK 
 
Sidewalk that is being removed due to utility construction, which was not 
already being removed by the SDDOT Portion of the project, shall be 
replaced as a part of the City Portion of this project. All sidewalk shall be 
constructed according to the specifications and standard plates. 
 
 
TABLE OF 4” CONCRETE SIDEWALK  
(REMOVAL & REPLACEMENT) 

Quantity 
Station      to Station (SqYd) 

60+38.90 - 47.2' L 60+48.96 - 48.0' L 6.7 
Total: 6.7 

 
 

SANITARY SEWER 
 
FORCE MAIN 
 
Prior to making the final connection to the existing force main, the contractor 
shall pressure test the force main according to the same standards and 
procedures used for water main pressure testing. 
 
Force main construction shall be completed in accordance with all City water 
main construction standards including blocking of joints, wrapping fittings in 
polyethylene and installation of tracer wire. These items shall be incidental to 
the force main bid items. 
 
 
TABLE OF 10" PVC FORCE MAIN 

Quantity 
Station      to Station (Ft) 

66+90.70 - 29.22' L 66+93.71 - 29.32' L 3 
66+93.71 - 29.32' L 67+20.08 - 3.00' L 38 
67+20.08 - 3.00' L 77+36.86 - 3.00' L 1017 

Total: 1058 
 
 
SEWER SERVICES 
 
The Contractor shall ensure that all sanitary sewer services are properly 
constructed according to South Dakota Plumbing Code. 
 
Each new service line shall be terminated with a plug and as shown in the 
plans.  A steel fence post of a minimum 3 feet in length shall be buried in a 
vertical position at the end of each service line.  The top of the fence post 
shall be set 3" to 6" below finished grade.  All costs of furnishing and installing 
the plug and the fence post shall be incidental to the unit prices for 6” Sewer 
Service and 6” Pipe Plug.  
 
TABLE OF 6" SEWER SERVICE 

Quantity 
Station      to Station (Ft) 

48+33.28 - 43.00' L 48+33.43 - 35.18' R 79 
50+21.95 - 37.57' R 50+23.02 - 43.00' L 81 
51+98.30 - 43.00' L 51+98.31 - 37.64' R 81 
53+32.88 - 23.33' R 53+33.39 - 43.00' L 67 
56+48.13 - 58.11' L 56+48.99 - 63.00' R 122 
59+13.52 - 63.00' R 59+13.57 - 32.16' L 96 
60+63.85 - 31.29' L 60+64.00 - 63.00' R 95 
62+35.18 - 63.00' R 62+35.27 - 26.70' L 90 
64+33.98 - 29.89' L 64+34.21 - 63.00' R 93 

Total: 804 
 

 
 
 
TABLE OF 6" PIPE PLUG 

Quantity 
Station (Each) 

48+33.28 - 43.00' L 1 
50+23.02 - 43.00' L 1 
51+98.30 - 43.00' L 1 
53+33.39 - 43.00' L 1 
56+48.99 - 63.00' R 1 
59+13.52 - 63.00' R 1 
60+64.00 - 63.00' R 1 
62+35.18 - 63.00' R 1 
64+34.21 - 63.00' R 1 

Total: 9 
 
 

TABLE OF 10" PIPE BEND, 45 DEGREE 

Quantity 
Station (Each) 

66+93.71 - 29.32' L 1 
67+20.08 - 3.00' L 1 

Total: 2 
 
 
TABLE OF ABANDON SEWER SERVICE 

Quantity 
Station      to Station (Each) 

69+88.41 - 33.4' L 69+88.22 - 43.0' R 1 
72+08.03 - 33.1' L 72+07.85 - 43.0' R 1 

Total: 2 
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CONNECT TO EXISTING SEWER MAIN 
 
All connections to the existing sanitary sewer main and connections to the 
existing sanitary force main shall be paid for at the contract unit price per 
each for “Connect to Existing Sewer Main”. 
 
Where sanitary sewer services are to be connected to the existing sewer 
main, the bid item shall include all necessary taps, wyes, bends and 
connectors necessary to make an approved connection to the sanitary sewer 
main. Sewer main flows shall be maintained at all times while services are 
connected. The Contractor shall verify the proposed method of connection 
with the Engineer prior to making any service connections. 
 
Pipe couplings shall be used where it is necessary to connect two spigot ends 
of the same diameter pipe together and where bell and spigot connections are 
not possible. Pipe couplings shall be “Power Seal Model 3541” as 
manufactured by Power Seal Pipeline Products Corporation, Adjustable 
Repair Coupling with 300 series stainless steel shear ring as manufactured by 
Mission Rubber Company, Inc., “Strong Back RC Series Repair Coupling,” as 
manufactured by Fernco, Inc., or approved equal shall be used on all pipe. 
 
Where connections are made to existing force main, connections shall be 
made in accordance with standards for the construction of water main. All 
connections shall be reinforced with retainer glands. The bid item shall 
include all necessary bends, blocking, retainer glands and other 
appurtenances necessary to make an approved connection to the sanitary 
force main. 
 
 

TABLE OF CONNECT TO EXISTING SEWER MAIN 

Station Quantity (Each) 
48+33.43 - 35.18' R 1 
50+21.95 - 37.57' R 1 
51+98.31 - 37.64' R 1 
53+32.88 - 23.33' R 1 
56+48.13 - 58.11' L 1 
59+13.57 - 32.16' L 1 
60+63.85 - 31.29' L 1 
62+35.27 - 26.70' L 1 
64+33.98 - 29.89' L 1 
66+90.70 - 29.22' 1 

Total: 10 
 
 

TABLE OF CONNECT TO EXISTING FORCE MAIN 

Quantity 
Station (Each) 

77+36.86 - 3.00' L 1 
Total: 1 

 
 
 
 
 

EXTERNAL MANHOLE SEAL 
 
Manhole external frame seals shall be installed on all new manholes and on 
all reconstructed manholes. The furnishing and installation of the manhole 
external frame seals shall be paid for at the contract unit price per each for 
“External Manhole Seal”. Payment for external manhole seal will be full 
compensation for furnishing and installing of the complete manhole frame 
seal and all appurtenances necessary for the proper installation of the 
manhole frame seal for the manhole. Payment will be made for a complete 
frame seal system and will not be made for individual extensions. 
 
Manhole external joint seals shall be installed on all new and/or modified 
joints of reconstructed manholes. Manhole external joint seals shall be 
incidental to the corresponding manhole. No additional payment will be made 
for furnishing and installing manhole external joint seals. 
 
 
TABLE OF EXTERNAL MANHOLE SEAL 

Quantity 
Station MH # (Each) 

56+87.04 - 62.14' L ESSMH #4 1 
57+82.40 - 29.66' L ESSMH #5 1 
62+59.05 - 25.69' L ESSMH #6 1 
66+87.69 - 29.10' L ESSMH #7 1 

Total: 4 
 
 
TABLE OF 2" ADJUSTING RING FOR MANHOLE 

Quantity 
Station MH # (Each) 

56+87.04 - 62.14' L ESSMH #4 1 
57+82.40 - 29.66' L ESSMH #5 3 
62+59.05 - 25.69' L ESSMH #6 4 
66+87.69 - 29.10' L ESSMH #7 1 

Total: 9 
 
 
TABLE OF TYPE A9 MANHOLE FRAME AND LID 

Quantity 
Station MH # (Each) 

56+87.04 - 62.14' L ESSMH #4 1 
57+82.40 - 29.66' L ESSMH #5 1 
62+59.05 - 25.69' L ESSMH #6 1 
66+87.69 - 29.10' L ESSMH #7 1 

Total: 4 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
RECONSTRUCT MANHOLE 
 
The Contractor shall reconstruct the manholes as shown in the manhole 
details. Reconstruction will include removal of existing casting, adjustment 
rings, and cone section of manhole and installation of a new cone section, 
adjusting rings, casting, and external manhole seal.  
 
Prior to fabrication and submission of shop drawings, it is the Contractor’s 
and/or Supplier’s responsibility to verify existing manhole joint type. New 
manhole riser and/or cone sections shall be provided to match existing joint 
type. 
 
All applicable adjusting rings and castings required for the manhole 
reconstruction are paid for under their respective bid items. Payment for 
reconstructing manholes will be full compensation for furnishing and installing 
of the manhole sections, gaskets, manhole sealant, and all appurtenances 
necessary for the proper installation of the manhole reconstruction. 
 
Care shall be taken to ensure that the new manhole cone sections are 
positioned as indicated in the details. 
 
TABLE OF RECONSTRUCT MANHOLE 

Quantity 
Station MH # (Each) 

56+87.04 - 62.14' L ESSMH #4 1 
57+82.40 - 29.66' L ESSMH #5 1 
62+59.05 - 25.69' L ESSMH #6 1 
66+87.69 - 29.10' L ESSMH #7 1 

Total: 4 
 
 

WATER 
 
 
WATER MAIN GENERAL 
 
The contractor shall provide new water main with a minimum of 6' of cover.  
The water main will be AWWA C-900. Adjust the depth of the new main to 
match existing main where connections to existing mains are shown on plans. 
Where the new main is to be connected to existing mains, the connection, 
sawing, pumping of water, labor and other items necessary to complete the 
tie are considered to be incidental to the contract unit price per each for 
"Connect to Existing Water Main". Existing copper services will be connected 
to the new water main.  Services will be replaced if line is galvanized, lead or 
smaller then 3/4 inch copper. Replace these service lines to ROW line behind 
new curb and gutter or as directed by engineer with 1 inch copper and install 
a new curb stop and box.  All work and material required for replacing an 
existing water service shall completed at the contract unit price per each for 
“1” Water Service”.  Services may be "hole hogged" with an underground 
piercing tool at no additional expense to the City of Yankton. All work 
necessary to replace these services shall be paid for at the contract unit price 
for the corresponding water service bid item. 
 
Contractor shall backfill all open trenches to the end of the pipe every night 
and appropriately protect the open hole with fencing.  The Contractor shall 
have $200 per day deducted from the contract for each day that this is not 
done. 
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GENERAL ITEMS 
 
All existing pipe and material removed by the contractor shall be appropriately 
disposed of by the contractor.  All open ends of abandoned in place piping 
shall be plugged with concrete unless otherwise noted in plans.  All 
abandoned valve boxes shall be removed to at least 2 feet below the ground 
surface and filled with granular material. 
 
Salvageable material shall become the property of the City of Yankton, as 
directed by engineer.  Removal of water main, valves and fittings, necessary 
for the construction of the new items, shall be incidental to other project costs. 
 
 
WATERING 
 
Water for compaction is incidental to other pay items.  Water from City fire 
hydrants is to be metered and paid for by Contractor. 
 
 
STRUCTURE REMOVAL  
 
The removal of existing pipe and manholes is to include the plugging of 
existing pipe if necessary with concrete and the removal of the structure. 
Castings and manhole covers removed are to be delivered to the City street 
shop. 
 
 
DISINFECTION, TESTING, AND OPERATION OF NEW MAIN 
 
New water main shall be disinfected, have two passing bacteriological tests, 
at least 24 hours apart, and be pressure tested before the water main is put 
into service.  The City will take the test sample and the contractor shall furnish 
a service line or other suitable location on the new pipe at which a sample can 
be collected.  The contractor shall furnish the equipment necessary for the 
pressure test and shall conduct the test in the presence of someone from the 
City Engineering Department staff. New mains shall be installed and 
disinfected before any of the service lines are reconnected from the old main 
to the new main.  New mains will not be put into operation without City 
Engineering Department Staff approval. 
 
 
POLYETHYLENE ENCASEMENT 
 
All valves, fittings, and other ductile iron appurtenances and pipe are to be 
wrapped with 8 mil. thick polyethylene in accordance with AWWA C-105.  
This work is incidental to other pay items. 
 
 
SLEEVES AND RETAINER GLANDS 
 
The contractor shall furnish and install all clamps, ready rods, blocking and 
cradling necessary for the project as an incidental project cost. 
 
Retainer glands are to be installed in addition to blocking at all fittings 
(megalug series 2000pv).  All retainer glands shall be incidental to their 
corresponding fittings. All sleeves shall be incidental to the corresponding 
“Connect to Existing” bid item.  
 

VALVE BOX CENTERING ADAPTER 
 
All valve boxes shall be equipped with a rubber boot/sleeve that covers and 
firmly holds the bottom of the valve box over the valve nut. (valve box adapter 
ii) 
 
 
TRACER WIRE SYSTEM 
 
The tracer wire system shall be installed with ductile iron water mains and 
with PVC water mains to the satisfaction of the engineer. 
 
Tracer wire shall be no. 12 solid single strand Type TW or THHn, or approved 
equal. 
 
The conductor shall be solid or stranded copper per ASTM B-1, B-3, or B-8.  
The ground rod shall be a 3/8-inch diameter, 60-inch long steel rod uniformly 
coated with metallically bonded electrolytic copper.  Blackburn catalog no. 
3755, or equal.  The ground rod at the fire hydrant shall be of the same 
material except that the ground rod shall be 30 inches long. 
Ground rod clamps shall be high strength, corrosion resistant copper alloy.  
Blackburn catalog no. G3, or equal. 
 
Splice kits shall be Scotchlok DBY-Y connectors or equal. 
 
The cost of the tracer wire system is considered to be a part of the cost of the 
water main installation. 
 
 
TRACER WIRE INSTALLATION 
 
Tracer wire shall be installed with PVC and ductile iron water mains.  The wire 
shall be installed along the lower quadrant of the pipe, but the pipe shall not 
be laid directly on the wire.  Ground rods shall be installed adjacent to 
connections to existing piping and in the locations specified on the plans.  The 
tracer wire shall be brought to each fire hydrant and connected to a 30" 
ground rod that extends up to the bolted flange just above the ground surface 
or a minimum distance of 3" above the ground surface.  The ground rod shall 
be taped to the fire hydrant barrel in at least four locations below the ground 
surface.  The tracer wire shall be spliced only if approved by the engineer and 
all underground splices shall be inspected by the engineer prior to backfilling.  
The tracer wire system is considered to be a part of the price bid for water 
mains. 
 
The contractor shall be responsible for testing the tracer wire system for 
conductivity.  Testing for conductivity shall be completed prior to finish 
surfacing activities.  If the tracer wire does not function as intended, the 
contractor shall repair the system to the satisfaction of the engineer and the 
City will charge $50 per hour to retest the system with a minimum charge of 
$50. 
 
 

 
 
PIPE ENCASEMENT 
 
Where water lines cross under or where the bottom of the water line is within 
18 inches of the top of a gravity sewer main, storm sewer or a sewer service 
line, either the water main or the sewer main shall be encased in a watertight 
carrier pipe that extends 10 feet on both sides of the crossing, measured 
perpendicular to the water main. The carrier pipe shall be PVC, ABS, or 
HDPE, and the ends sealed with a rubber gasket or boot. All work and 
materials necessary to complete the pipe encasement, including watertight 
carrier pipe with sealed ends, excavation, backfill, materials, labor and 
equipment, shall be incidental to the contract unit price per each for “Pipe 
Encasement”. 
 
TABLE OF PIPE ENCASEMENT 

Quantity 
Station (Each) 

48+53.42 - 36.15' R 1 
60+44.05 - 32.67' R 1 
64+03.39 - 32.53' R 1 
67+89.05 - 3.24' L 1 
67+92.85 - 33.93' R 1 
77+03.86 – 44.67’ L 1 
71+91.00 - 33.66' R 1 
71+91.00 - 3.00' L 1 
75+23.00 - 35.60' R 1 
75+23.00 - 3.00' L 1 
77+78.83 - 35.24' R 1 

Total: 11 
 
 
TABLE OF 6" PVC WATER MAIN 

Quantity 
Station      to Station (Ft) 

48+53.42 - 44.67' L 48+53.42 - 53.95' R 99 
56+00.94 - 44.67' R  56+01.07 - 46.43' L 92 
60+43.93 - 46.83' L 60+44.06 - 44.67' R 92 
64+03.39 - 45.65' L 64+04.12 - 45.45' R 92 
67+84.52 - 47.11' L 67+93.94 - 44.67' R 93 
69+48.34 - 36.17' L 69+48.34 - 47.86' L 12 
71+91.00 - 44.67' R 71+91.00 - 47.31' L 92 
73+58.21 - 36.17' L 73+58.35 - 45.29' L 10 
75+23.00 - 44.67' L 75+23.00 - 44.67' R 90 
77+78.83 - 44.67' R 77+95.00 - 44.67' R 17 
77+59.50 - 76.44' R 77+66.43 - 68.10' R 11 
79+49.12 - 68.01' R 79+49.12 - 78.01' R 10 
82+00.00 - 68.01' R 82+00.00 - 44.67' R 24 
85+25.74 - 67.27' R 88+25.78 - 97.27' R 30 
88+51.91 - 65.36' R 88+51.91 - 78.61' R 14 
88+51.91 - 78.61' R 88+24.25 - 106.67' R 40 
89+00.00 - 65.08' R 89+00.00 - 79.72' R 15 
89+00.00 - 79.72' R 89+08.90 - 80.17' R 10 
89+00.00 - 79.72' R 89+00.00 - 95.07' R 15 

Total: 858 
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TABLE OF 12" PVC WATER MAIN 

Quantity 
Station      to Station (Ft) 

73+58.35 - 45.29' L 73+79.64 - 45.84' L 22 
73+79.64 - 45.84' L 73+85.12 - 54.22' L 10 
73+79.64 - 45.84' L 75+23.00 - 44.67' L 144 
75+23.00 - 44.67' L 77+78.83 - 44.67' L 256 
77+61.01 - 68.13' R 77+78.83 - 68.01' R 18 
77+78.83 - 44.67' L 77+78.83 - 44.67' R 90 
77+78.83 - 44.67' R 77+78.83 - 68.01' R 24 
77+78.83 - 68.01' R 82+00.00 - 68.01' R 422 
82+00.00 - 68.01' R 85+25.65 - 67.45' R 326 
85+25.74 - 67.27' R 88+29.89 - 65.49' R 305 
88+29.89 - 65.49' R 89+00.00 - 65.08' R 71 
89+00.00 - 65.08' R 89+04.85 - 64.89' R 5 

Total: 1693 
 
 
WATER SERVICE 
 
Water Services will be paid for at the contract unit price per each for “1” Water 
Service”. The lengths are shown in the table for informational purposes only. 
 
 
 
TABLE OF 1" WATER SERVICE 

Quantity Quantity 
Station      to Station (Each) (Ft) 

48+42.99 - 43.00' L 48+43.87 - 54.90' R 1 98 
50+32.10 - 54.65' R 50+32.73 - 43.00' L 1 98 
51+87.93 - 51.88' R 51+88.59 - 43.00' L 1 95 
53+22.36 - 46.23' R 53+23.68 - 43.00' L 1 90 

Total: 4 381 
 

TABLE OF 6x6 PIPE TEE 

Quantity 
Station (Each) 

89+00.00 - 79.72' R 1 
Total: 1 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

TABLE OF 12x6 PIPE TEE 

Quantity 
Station (Each) 

48+53.42 - 53.95' R 1 
56+01.07 - 46.43' L 1 
60+43.93 - 46.83' L 1 
64+03.39 - 45.65' L 1 
67+84.52 - 47.11' L 1 
69+48.34 - 47.86' L 1 
71+91.00 - 47.31' L 1 
73+58.35 - 45.29' L 1 
75+23.00 - 44.67' L 1 
77+66.43 - 68.10' R 1 
77+78.83 - 44.67' R 1 
79+49.12 - 68.01' R 1 
82+00.00 - 68.01' R 1 
85+25.74 - 67.27' R 1 
88+51.91 - 65.36' R 1 
89+00.00 - 79.72' R 1 

Total: 16 
 
 

TABLE OF 12x12 PIPE TEE 

Quantity 
Station (Each) 

73+79.64 - 45.84' L 1 
77+78.83 - 44.67' L 1 
77+78.83 - 68.01' R 1 

Total: 3 
 
 
 
TABLE OF 1" CORPORATION STOP 
WITH TAPPING SADDLE 

Quantity 
Station (Each) 

48+43.87 - 54.90' R 1 
50+32.10 - 54.65' R 1 
51+87.93 - 51.88' R 1 
53+22.36 - 46.23' R 1 

Total: 4 
 
 

TABLE OF 1" CURB STOP WITH BOX 

Quantity 
Station (Each) 

48+42.99 - 43.00' L 1 
50+32.73 - 43.00' L 1 
51+88.59 - 43.00' L 1 
53+23.68 - 43.00' L 1 

Total: 4 
 
 
 

 
 
 

TABLE OF 6" PIPE BEND, 11.25 DEGREE 

Quantity 
Station (Each) 

48+53.42 - 28.00' R 1 
Total: 1 

 
 
TABLE OF 6" PIPE BEND, 45 
DEGREE 

Quantity 
Station (Each) 

77+63.07 - 72.52' R 1 
79+49.12 - 78.01' R 1 
88+51.91 - 78.61' R 1 

Total: 3 
 
 

TABLE OF 12" PIPE BEND, 45 DEGREE 

Quantity 
Station (Each) 

73+82.10 - 49.46' L 1 
Total: 1 

 
 
TABLE OF 6" PIPE CAP 

Quantity 
Station (Each) 

48+53.42 - 2.12' R 1 
56+01.00 - 2.56' R 1 
60+44.00 - 2.53' R 1 
64+54.00 - 2.70' R 1 
67+94.00 - 2.75' R 1 
71+91.00 - 2.82' R 1 
75+23.00 - 2.81' R 1 

Total: 7 
 
 
TABLE OF 12" PIPE CAP 

Quantity 
Station (Each) 

77+61.01 - 68.13' R 1 
77+78.83 - 2.50' R 1 
77+84.34 - 44.52' L 1 
89+04.85 - 64.89' R 1 

Total: 4 
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TABLE OF 12" GATE VALVE WITH 
BOX 

Quantity 
Station (Each) 

73+70.51 - 45.70' L 1 
73+85.12 - 54.22' L 1 
77+72.44 - 68.01' R 1 
77+72.75 - 44.67' L 1 
77+85.15 - 68.11' R 1 
88+94.54 - 65.16' R 1 

Total: 6 
 
 
 
TABLE OF 6" GATE VALVE WITH 
BOX 

Quantity 
Station (Each) 

48+53.30 - 48.43' R 1 
56+00.93 - 40.92' L 1 
60+43.87 - 41.39' L 1 
64+03.39 - 41.15' L 1 
67+85.08 - 41.72' L 1 
69+48.00 - 42.46' L 1 
71+90.80 - 41.88' L 1 
73+58.21 - 40.73' L 1 
75+22.98 - 39.19' L 1 
77+84.26 - 44.78' R 1 
79+49.12 - 72.97' R 1 
82+00.00 - 62.30' R 1 
85+25.48 - 72.72' R 1 
89+00.00 - 87.42' R 1 

Total: 14 
 

 
TABLE OF FIRE HYDRANT EXTENSIONS 

  Size (Inches) 
Station 12" 18" 24" 30" 42" 48" 54" 

60+44.06 - 44.67' R   1           
64+04.12 - 45.45' R   1           
67+93.94 - 44.67' R     1         
71+91.00 - 44.67' R         1     
75+23.00 - 44.67' R             1 
77+95.00 - 44.67' R           1   
82+00.00 - 44.67' R       1       
85+25.78 - 97.27' R     1         
89+00.00 - 95.07' R 1             

Total: 1 2 2 1 1 1 1 
 
 
 
 
TABLE OF STANDARD FIRE 
HYDRANT 

Quantity 
Station (Each) 

48+53.42 - 44.67' L 1 
56+00.94 - 44.67' R 1 
60+44.06 - 44.67' R 1 
64+04.12 - 45.45' R 1 
67+93.94 - 44.67' R 1 
69+48.34 - 36.17' L 1 
71+91.00 - 44.67' R 1 
73+58.21 - 36.17' L 1 
75+23.00 - 44.67' R 1 
77+95.00 - 44.67' R 1 
82+00.00 - 44.67' R 1 
85+25.78 - 97.27' R 1 
89+00.00 - 95.07' R 1 

Total: 13 
 
 
ABANDON WATER MAIN 
 
The Contractor shall abandon the existing water main, from Sta 73+54 to Sta 
89+09, in place.  The contract unit price per each for “Abandon Water Main” 
shall include all work required to create a water tight seal on all open ends of 
this section of water main, through the use of caps or concrete plugs.  
 
 

 
 
 
CONNECT TO EXISTING WATER MAIN 
 
All costs associated with making the connection to the existing water main, 
including all labor, excavation, fittings, retainer glands, wrap, bedding and 
backfill, shall be incidental to the contract unit price per each for “Connect to 
Existing Water Main”. 
 
Some locations may require the contractor to cut and tie to the existing main. 
In areas where this will disrupt service the contractor shall make the required 
connection at a time to be designated by the City.  This time may be during 
nighttime hours.  The exact time will vary from location to location to 
accommodate the needs of water users who will experience an outage. 
 
All costs associated with work during this time period shall be incidental to the 
contract unit price per each for "Connect to Existing Water Main". 
 
 
TABLE OF CONNECT TO EXISTING 
WATER MAIN 

Quantity 
Station (Each) 

48+53.42 - 53.95' R 1 
56+01.07 - 46.43' L 1 
60+43.93 - 46.83' L 1 
64+03.39 - 45.65' L 1 
67+84.52 - 47.11' L 1 
69+48.34 - 47.86' L 1 
71+91.00 - 47.31' L 1 
73+58.35 - 45.29' L 1 
73+85.12 - 54.22' L 1 
77+59.50 - 76.44' R 1 
79+49.12 - 78.01' R 1 
88+27.67 - 81.71' R 1 
89+08.90 - 80.17' R 1 

Total: 13 
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TEMPORARY HYDRANTS OR CAPS WITH FITTINGS SHALL BE PROVIDED BY THE CONTRACTOR

SERVICE LINES SHALL BE FULLY STUBBED OUT, PRESSURE TESTED AND BACTERIA TESTED.

NOTES:

PHASE 2 SEWER

PHASE 1 SEWER

PHASE 2 WATER

PHASE 1 WATER

EXISTING SEWER MAIN

EXISTING WATER MAIN

LEGEND

57+00

58+00

59+00

60+00

61+00

62+00

63+00
64+00

65+00 66+00 67+00 68+00
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UTILITY PHASING SEQUENCE
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PHASE 2 (COMPLETED DURING THE NORTH HALF OF 4TH STREET CONSTRUCTION)

PHASE 1 (COMPLETED DURING THE SOUTH HALF OF 4TH STREET CONSTRUCTION)

FOR TESTING.  

TEMPORARY HYDRANTS OR CAPS WITH FITTINGS SHALL BE PROVIDED BY THE CONTRACTOR

SERVICE LINES SHALL BE FULLY STUBBED OUT, PRESSURE TESTED AND BACTERIA TESTED.

NOTES:

PHASE 1 SEWER

PHASE 1 WATER

EXISTING SEWER MAIN

EXISTING WATER MAIN

LEGEND

69+00
70+00

71+00
72+00

73+00
74+00

75+00
76+00

77+00
78+00

79+00
80+00
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PHASING SCHEMATIC PROVIDED FOR
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Plotting Date: 5/31/2016

UTILITY PHASING SEQUENCE

PHASE 2
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PHASE 2 (COMPLETED DURING THE NORTH HALF OF 4TH STREET CONSTRUCTION)

PHASE 1 (COMPLETED DURING THE SOUTH HALF OF 4TH STREET CONSTRUCTION)

FOR TESTING.  

TEMPORARY HYDRANTS OR CAPS WITH FITTINGS SHALL BE PROVIDED BY THE CONTRACTOR

SERVICE LINES SHALL BE FULLY STUBBED OUT, PRESSURE TESTED AND BACTERIA TESTED.

NOTES:

PHASE 2 SEWER

PHASE 1 SEWER

PHASE 2 WATER

PHASE 1 WATER

EXISTING SEWER MAIN
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UTILITY PHASING SEQUENCE

PHASE 1
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PHASE 2 (COMPLETED DURING THE NORTH HALF OF 4TH STREET CONSTRUCTION)

PHASE 1 (COMPLETED DURING THE SOUTH HALF OF 4TH STREET CONSTRUCTION)

FOR TESTING.  

TEMPORARY HYDRANTS OR CAPS WITH FITTINGS SHALL BE PROVIDED BY THE CONTRACTOR

SERVICE LINES SHALL BE FULLY STUBBED OUT, PRESSURE TESTED AND BACTERIA TESTED.

NOTES:

PHASE 1 SEWER

PHASE 1 WATER

EXISTING SEWER MAIN

EXISTING WATER MAIN
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Plotting Date: 5/31/2016

UTILITY PHASING SEQUENCE

PHASE 2
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PHASE 2 (COMPLETED DURING THE NORTH HALF OF 4TH STREET CONSTRUCTION)

PHASE 1 (COMPLETED DURING THE SOUTH HALF OF 4TH STREET CONSTRUCTION)

FOR TESTING.  

TEMPORARY HYDRANTS OR CAPS WITH FITTINGS SHALL BE PROVIDED BY THE CONTRACTOR

SERVICE LINES SHALL BE FULLY STUBBED OUT, PRESSURE TESTED AND BACTERIA TESTED.

NOTES:
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PHASE 2 WATER

PHASE 1 WATER
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SEC 18 -  T93N - R55W

EAST CORNERSTONE SUBDIVISION

RAILROAD SUBDIVISION

SEC 18 -  T93N - R55W
F&L Partnership, L.L.P.
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YANKTON
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Present SD Hwy 504th Street
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MARNE CREEK TRACT #19
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LOT 34
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Plotting Date: 5/31/2016

REFERENCE PURPOSES ONLY.

THIS PLAN SET IS FOR WATER MAIN AND SANITARY SEWER 

FINISH GRADE AND STORM SEWER INFORMATION SHOWN IN 

FINISH GRADE ELEVATIONS AND STORM SEWER INFORMATION.  

NOTE:  SEE SDDOT PLAN SET NH 0050(122)384 FOR ALL 

PROTECTION GABIONS

INSTALL BANK AND CHANNEL 

EXISTING 24" SEWER MAIN

EXISTING 21" SEWER MAIN

EXISTING 21" SEWER MAIN

EXISTING 12" WATER MAIN

ELEVATION AT ALIGNMENT

PROPOSED FINISHED GROUND

EXISTING 21" SEWER MAIN

PROFILE ALONG ALIGNMENT

PROPOSED ROADWAY

WATER MAIN

EXISTING 12" 
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Elev 1186.1900

Top of Wingwall @ SW Corner of Bridge

43+87.26 - 31.70' R

CP 11
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Plotting Date: 5/31/2016

48+53.42 - 53.95' R

Connect to Existing Water Main

53+33.39 - 43.00' L

Install 6" Pipe Plug

53+32.88 - 23.33' R

Connect to Existing Sewer Main

(Between Existing Sewer Main & Parcel 8)

Install 6" Sewer Service - 67' @ 0.60%

53+32.88 - 23.33' R to 53+33.39 - 43.00' L

51+98.30 - 43.00' L

Install 6" Pipe Plug

51+98.31 - 37.64' R

Connect to Existing Sewer Main

(Between Existing Sewer Main & Parcel A53)

Install 6" Sewer Service - 81' @ 0.60%

51+98.30 - 43.00' L to 51+98.31 - 37.64' R

50+23.02 - 43.00' L

Install 6" Pipe Plug

50+21.95 - 37.57' R

Connect to Existing Sewer Main

(Between Existing Sewer Main & Parcel A52)

Install 6" Sewer Service - 81' @ 0.60%

50+21.95 - 37.57' R to 50+23.02 - 43.00' L

48+33.28 - 43.00' L

Install 6" Pipe Plug

48+33.43 - 35.18' R

Connect to Existing Sewer Main

(Between Existing Sewer Main & Parcel A50)

Install 6" Sewer Service - 79' @ 0.60%

48+33.28 - 43.00' L to 48+33.43 - 35.18' R

Sta 48+53.42 - 2.12' R

Install 6" Pipe Cap

20

48+42.99 - 43.00' L

Install - 1" Curb Stop with Box

48+43.87 - 54.90' R

Install - 1" Corporation Stop with Tapping Saddle

Sta 48+53.42 - 53.95' R (12x6)

Install Pipe Tee

Sta 48+53.30 - 48.43' R (6")

Install Gate Valve with Box

48+53.42 - 44.67' L

at the following locations:

Install Standard Fire Hydrant

48+53.42 - 44.67' L to 48+53.42 - 53.95' R (99')

Install 6" - PVC Water Main

48+42.99 - 43.00' L to 48+43.87 - 54.90' R (Each)

Install - 1" Water Service

50+32.73 - 43.00' L

Install - 1" Curb Stop with Box

50+32.10 - 54.65' R

Install - 1" Corporation Stop with Tapping Saddle

50+32.10 - 54.65' R to 50+32.73 - 43.00' L (Each)

Install - 1" Water Service

53+23.68 - 43.00' L

Install - 1" Curb Stop with Box

53+22.36 - 46.23' R

Install - 1" Corporation Stop with Tapping Saddle

53+22.36 - 46.23' R to 53+23.68 - 43.00' L (Each)

Install - 1" Water Service

51+88.59 - 43.00' L

Install - 1" Curb Stop with Box

51+87.93 - 51.88' R

Install - 1" Corporation Stop with Tapping Saddle

51+87.93 - 51.88' R to 51+88.59 - 43.00' L (Each)

Install - 1" Water Service

Sta 48+53.42 - 28.00' R (6")

Install Pipe Bend, 11.25 Degree
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Plotting Date: 5/31/2016

REFERENCE PURPOSES ONLY.

THIS PLAN SET IS FOR WATER MAIN AND SANITARY SEWER 

FINISH GRADE AND STORM SEWER INFORMATION SHOWN IN 

FINISH GRADE ELEVATIONS AND STORM SEWER INFORMATION.  

NOTE:  SEE SDDOT PLAN SET NH 0050(122)384 FOR ALL 

SEWER SERVICE

PROPOSED 6"

EXISTING 21" SEWER MAIN

WATER SERVICE

PROPOSED 6"

WATER SERVICE

PROPOSED 1"

EXISTING 12" WATER MAIN

SEWER SERVICE

PROPOSED 6"

WATER SERVICE

PROPOSED 1"

EXISTING 21" SEWER MAIN

ELEVATION AT ALIGNMENT

PROPOSED FINISHED GROUND

PROFILE ALONG ALIGNMENT

PROPOSED ROADWAY

SEWER SERVICE

PROPOSED 6"

WATER SERVICE

PROPOSED 1" WATER SERVICE

PROPOSED 1"

SEWER SERVICE

PROPOSED 6"

EXISTING 21" SEWER MAIN

T
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Sta 56+01.07 - 46.43' L (12x6)

Install Pipe Tee

Sta 56+00.93 - 40.92' L (6")

Install Gate Valve with Box

56+00.94 - 44.67' R

at the following locations:

Install Standard Fire Hydrant

56+00.94 - 44.67' R to 56+01.07 - 46.43' L (92')

Install 6" - PVC Water Main

(See Manhole Details)

1 EA - Reconstruct Manhole

Existing Sanitary Sewer MH (ESSMH #5)

Manhole Reconstruction

Sta 57+82.40 - 29.66' L

(See Manhole Details)

1 EA - Reconstruct Manhole

Existing Sanitary Sewer MH (ESSMH #4)

Manhole Reconstruction

Sta 56+87.04 - 62.14' L

56+01.07 - 46.43' L

Connect to Existing Water Main

56+48.99 - 63.00' R

Install 6" Pipe Plug

56+48.13 - 58.11' L

Connect to Existing Sewer Main

(Between Existing Sewer Main & Parcel 11)

Install 6" Sewer Service - 122' @ 0.60%

56+48.13 - 58.11' L to 56+48.99 - 63.00' R

59+13.52 - 63.00' R

Install 6" Pipe Plug

59+13.57 - 32.16' L

Connect to Existing Sewer Main

(Between Existing Sewer Main & Parcel 14)

Install 6" Sewer Service - 96' @ 0.60%

59+13.52 - 63.00' R to 59+13.57 - 32.16' L

Sta 56+01.00 - 2.56' R

Install 6" Pipe Cap

22
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Trustees of the John G. Frick Revocable Trust

Pamela J. Frick and John G. Frick, 

4
3
'

4
3
'

Sohler Properties, L.L.C.

South Dakota
City of Yankton,

South Dakota
City of Yankton,

South Dakota
City of Yankton,

Parcel 5

Parcel 9

South Dakota

City of Yankton,

Parc
el 7

Sou
th D

akot
a

City
 of Y

ankt
on, 
 

Parcel 12
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Plotting Date: 5/31/2016

REFERENCE PURPOSES ONLY.

THIS PLAN SET IS FOR WATER MAIN AND SANITARY SEWER 

FINISH GRADE AND STORM SEWER INFORMATION SHOWN IN 

FINISH GRADE ELEVATIONS AND STORM SEWER INFORMATION.  

NOTE:  SEE SDDOT PLAN SET NH 0050(122)384 FOR ALL 

EXISTING 21" SEWER MAIN

WATER SERVICE

PROPOSED 6"

EXISTING 12" WATER MAIN

SEWER SERVICE

PROPOSED 6"

PROFILE ALONG ALIGNMENT

PROPOSED ROADWAY

EXISTING MANHOLE #4

EXISTING MANHOLE #5

EXISTING 18" SEWER MAIN

EXISTING 18" SEWER MAIN

SEWER SERVICE

PROPOSED 6"

ELEVATION AT ALIGNMENT

PROPOSED FINISHED GROUND
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Elev 1185.4800

NE Corner of 7th St. & 4th St. - Top of Curb (Parking Lot) Near Somsen Insurance

56+91.43 - 52.24' L
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T

T

T
T

T

60+00
61+00 62+00 63+00 64+00

65+00
66+00

RAILROAD SUBDIVISION

SEC 17 -  T93N - R55W

SEC 17 -  T93N - R55W

(See Manhole Details)

1 EA - Reconstruct Manhole

Existing Sanitary Sewer MH (ESSMH #6)

Manhole Reconstruction

Sta 62+59.05 - 25.69' L

Existing Sewer Main

Do Not Disturb 

60+43.93 - 46.83' L

Connect to Existing Water Main

64+03.39 - 45.65' L

Connect to Existing Water Main

Sta 60+43.93 - 46.83' L (12x6)

Install Pipe Tee

Sta 60+43.87 - 41.39' L (6")

Install Gate Valve with Box

60+44.06 - 44.67' R

at the following locations:

with 18" Hydrant Extension

Install Standard Fire Hydrant

60+43.93 - 46.83' L to 60+44.06 - 44.67' R (92')

Install 6" - PVC Water Main

60+64.00 - 63.00' R

Install 6" Pipe Plug

60+63.85 - 31.29' L

Connect to Existing Sewer Main

(Between Existing Sewer Main & Parcel 15)

Install 6" Sewer Service - 95' @ 0.60%

60+63.85 - 31.29' L to 60+64.00 - 63.00' R

62+35.18 - 63.00' R

Install 6" Pipe Plug

62+35.27 - 26.70' L

Connect to Existing Sewer Main

(Between Existing Sewer Main & Parcel 16)

Install 6" Sewer Service - 90' @ 0.60%

62+35.18 - 63.00' R to 62+35.27 - 26.70' L

64+34.21 - 63.00' R

Install 6" Pipe Plug

64+33.98 - 29.89' L

Connect to Existing Sewer Main

(Between Existing Sewer Main & Parcel 17)

Install 6" Sewer Service - 93' @ 0.60%

64+33.98 - 29.89' L to 64+34.21 - 63.00' R

Sta 64+54.00 - 2.70' R

Sta 60+44.00 - 2.53' R

Install 6" Pipe Cap

4" CONCRETE SIDEWALK (REMOVAL & REPLACE)

YANKTON

64+03.39 - 45.65' L (12x6)

Install Pipe Tee

64+03.39 - 40.15' L (6")

Install Gate Valve with Box

64+04.12 - 45.45' R

at the following locations:

with 18" Hydrant Extension

Install Standard Fire Hydrant

64+03.39 - 45.65' L to 64+04.12 - 45.45' R (92')

Install 6" - PVC Water Main

STA 60+38.90 - 47.2' L TO 60+48.96 - 48.0' L - 60.1 SF

S

66'
Present SD Hwy 504th Street

Lee Goeden
Cimpl's, LLC

Sohler Properties, L.L.C.

66'

4
4
'

Sohler Properties, L.L.C.

South Dakota
City of Yankton,

South Dakota
City of Yankton,Parcel 12Parcel 12

4
4
'

Parcel A56

Parcel 15 & 15A

Gary Becker, Et Al.
Parcel 16 & 16A Parcel 17 & 17A

and Kent Hochstein

Kyle and Erica Hochstein

Parcel 17 & 17A

Kent Hochstein

Hochstein and

Kyle and Erica 

Parcel 18 & 18A Parcel 18 & 1
8A

BRANAUGH'S ADDITION

OUTLOT 1

LOT 16

PARCEL D

 

PARCEL A

 

PARCEL R

LOT 207

LOT 16

LOT 14

T
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V
V

H
H
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3
'

6
3
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Plotting Date: 5/31/2016

REFERENCE PURPOSES ONLY.

THIS PLAN SET IS FOR WATER MAIN AND SANITARY SEWER 

FINISH GRADE AND STORM SEWER INFORMATION SHOWN IN 

FINISH GRADE ELEVATIONS AND STORM SEWER INFORMATION.  

NOTE:  SEE SDDOT PLAN SET NH 0050(122)384 FOR ALL 

WATER SERVICE

PROPOSED 6"

SEWER SERVICE

PROPOSED 6"
EXISTING 18" SEWER MAIN

EXISTING 12" WATER MAIN

SEWER SERVICE

PROPOSED 6"

EXISTING MANHOLE #6

PROFILE ALONG ALIGNMENT

PROPOSED ROADWAY

EXISTING 18" SEWER MAIN

SEWER SERVICE

PROPOSED 6"

ELEVATION AT ALIGNMENT

PROPOSED FINISHED GROUND

WATER SERVICE

PROPOSED 6"
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TT

T

T

T

66+00
67+00 68+00 69+00 70+00 71+00 72+00

SEC 17 -  T93N - R55W

RAILROAD SUBDIVISION

SEC 17 -  T93N - R55W

WATER REMOVALS:

1 EA - REMOVE HYDRANT

STA 69+48.38 - 38.4'L

1 EA - REMOVE GATE VALVE

STA 69+48.35 - 42.9'L 

10 LF - REMOVE WATER MAIN PIPE

STA 69+48.57 - 48.0'L TO 69+48.38 - 38.4'L

SEWER REMOVALS:

Sta 69+48.34 - 47.86' L (12x6)

Install Pipe Tee

Sta 69+48.00 - 42.46' L (6")

Install Gate Valve with Box

69+48.34 - 36.17' L

at the following locations:

Install Standard Fire Hydrant

69+48.34 - 36.17' L to 69+48.34 - 47.86' L (12')

Install 6" - PVC Water Main

67+84.52 - 47.11' L

Connect to Existing Water Main 69+48.34 - 47.86' L

Connect to Existing Water Main

71+91.00 - 47.31' L

Connect to Existing Water Main

Sta 67+84.52 - 47.11' L (12x6)

Install Pipe Tee

Sta 67+85.08 - 41.72' L (6")

Install Gate Valve with Box

67+93.94 - 44.67' R

at the following locations:

with 24" Hydrant Extension

Install Standard Fire Hydrant

67+84.52 - 47.11' L to 67+93.94 - 44.67' R (93')

Install 6" - PVC Water Main

Sta 71+91.00 - 47.31' L (12x6)

Install Pipe Tee

Sta 71+90.80 - 41.88' L (6")

Install Gate Valve with Box

71+91.00 - 44.67' R

at the following locations:

with 42" Hydrant Extension

Install Standard Fire Hydrant

71+91.00 - 44.67' R to 71+91.00 - 47.31' L (92')

Install 6" - PVC Water Main

Sta 71+91.00 - 2.82' R

Sta 67+94.00 - 2.75' R

Install 6" Pipe Cap

ABANDON EXISTING SEWER SERVICE

STA 69+88.41 - 33.4' L TO 69+88.22 - 43.0' R

528 LF - REMOVE SEWER MAIN PIPE

STA 71+86.78 - 33.1' L TO 77+14.64 - 33.6' L

REMOVE SEWER MANHOLE

STA 71+86.78 - 33.1' L

498 LF - REMOVE SEWER MAIN PIPE

STA 66+87.69 - 29.1' L TO 71+86.78 - 33.1' L

YANKTON

67+20.08 - 3.00' L

66+93.71 - 29.32' L

Install 10" Pipe Bend

Existing Flowline Elevation)

(Proposed Flowline Shall Match 

66+90.70 - 29.22' L

Connect to Existing Sewer Main

(See Manhole Details)

1 EA - Reconstruct Manhole

Existing Sanitary Sewer MH (ESSMH #7)

Manhole Reconstruction

Sta 66+87.69 - 29.10' L

and Existing Force Main)

(Between Proposed 10" Pipe Bend

Install 10" Force Main - 1017'

67+20.08 - 3.00' L to 77+36.86 - 3.00' L

(Between Proposed 10" Pipe Bends)

Install 10" Force Main - 38'

66+93.71 - 29.32' L to 67+20.08 - 3.00' L

Proposed 10" Pipe Bend)

(Between Existing Sewer Main and

Install 10" Force Main - 3'

66+90.70 - 29.22' L to 66+93.71 - 29.32' L

S

66'

66'

Present SD Hwy 504th Street

Cimpl's, LLC
Schramm Properties, LLC.Schramm Properties, LLC. Schramm Properties, LLC.

Sohler Properties, L.L.C.

66'
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4
4
'

City of Yankton, South Dakota

South Dakota

City of Yankton,Parcel 12 Parcel 12

Schramm Properties, LLC.

4
4
'

Parcel A56

Parcel 18 & 18A
Parcel 18 & 18A

Parcel 18 & 18A

Parcel 19 & 19A Parcel 19 & 19A

Parcel 19 & 19A

Parcel 19 & 19A

LOT 207

LOT 206

LOT 16

LOT 205 LOT 204

LOT 14

LOT 203
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LOT 202
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Plotting Date: 5/31/2016

REFERENCE PURPOSES ONLY.

THIS PLAN SET IS FOR WATER MAIN AND SANITARY SEWER 

FINISH GRADE AND STORM SEWER INFORMATION SHOWN IN 

FINISH GRADE ELEVATIONS AND STORM SEWER INFORMATION.  

NOTE:  SEE SDDOT PLAN SET NH 0050(122)384 FOR ALL 

PROTECT IN PLACE

EXISTING 18" SEWER MAIN

INV W 1172.42

(FORCE MAIN)

INV S 1172.62

EXISTING MANHOLE #7

(FORCE MAIN)

INV 1171.83

(REMOVE)

EXISTING 18" SEWER MAIN

WATER SERVICE

PROPOSED 6"

(REMOVE)

EXISTING 18" SEWER MAIN

FORCE MAIN

PROPOSED 10"

PROFILE ALONG ALIGNMENT

PROPOSED ROADWAY

FIRE HYDRANT

PROPOSED

EXISTING 12" WATER MAIN

(FORCE MAIN)

INV 1170.62 WATER SERVICE

PROPOSED 6"

(REMOVE)

EXISTING 18" SEWER MAIN

(REMOVE)

EXISTING MANHOLE

ELEVATION AT ALIGNMENT

PROPOSED FINISHED GROUND
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Plotting Date:

Sta 77+63.07 - 72.52' R (6")

Sta 73+82.10 - 49.46' L (12")

Install Pipe Bend, 45 Degree

77+36.86 - 3.00' L

Connect to Existing Force Main

73+85.12 - 54.22' L

73+58.35 - 45.29' L

Connect to Existing Water Main

Sta 77+78.83 - 68.01' R (12x12)

Sta 77+78.83 - 44.67' R (12x6)

Sta 77+78.83 - 44.67' L (12x12)

Sta 77+66.43 - 68.10' R (12x6)

Sta 75+23.00 - 44.67' L (12x6)

Sta 73+79.64 - 45.84' L (12x12)

Sta 73+58.35 - 45.29' L (12x6)

Install Pipe Tee

75+23.00 - 44.67' R

at the following locations:

with 54" Hydrant Extension

Install Standard Fire Hydrant

77+95.00 - 44.67' R

at the following locations:

with 48" Hydrant Extension

Install Standard Fire Hydrant

Sta 77+85.15 - 68.11' R (12")

Sta 77+72.44 - 68.01' R (12")

Sta 77+84.26 - 44.78' R (6")

Sta 77+72.75 - 44.67' L (12")

Sta 75+22.98 - 39.19' L (6")

Sta 73+85.12 - 54.22' L (12")

Sta 73+70.51 - 45.70' L (12")

Sta 73+58.21 - 40.73' L (6")

Install Gate Valve with Box

77+59.50 - 76.44' R to 77+66.43 - 68.10' R (11')

77+78.83 - 44.67' R to 77+95.00 - 44.67' R (17')

75+23.00 - 44.67' L to 75+23.00 - 44.67' R (90')

73+58.21 - 36.17' L to 73+58.35 - 45.29' L (10')

Install 6" - PVC Water Main

77+78.83 - 68.01' R to 82+00.00 - 68.01' R (422')

77+78.83 - 44.67' R to 77+78.83 - 68.01' R (24')

77+78.83 - 44.67' L to 77+78.83 - 44.67' R (90')

77+61.01 - 68.13' R to 77+78.83 - 68.01' R (18')

75+23.00 - 44.67' L to 77+78.83 - 44.67' L (256')

73+79.64 - 45.84' L to 75+23.00 - 44.67' L  (144')

73+79.64 - 45.84' L to 73+85.12 - 54.22' L (10')

73+58.35 - 45.29' L to 73+79.64 - 45.84' L  (22')

Install 12" - PVC Water Main

Sta 75+23.00 - 2.81' R

Install 6" Pipe Cap

Sta 77+84.34 - 44.52' L

Sta 77+78.83 - 2.50' R

Sta 77+61.01 - 68.13' R

Install 12" Pipe Cap

77+59.50 - 76.44' R

Connect to Existing Water Main

73+58.21 - 36.17' L

at the following locations:

Install Standard Fire Hydrant
28

6/13/2016
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WATER MAIN IN PLACE

ABANDON EXISTING 

WATER MAIN IN PLACE

ABANDON EXISTING 

MT

T

T

T

T

T

72+00 73+00 74+00 75+00 76+00 77+00 78+00

WATER REMOVALS:

WATER REMOVALS:SEWER REMOVALS:

REMOVED BY OTHERS

EXISTING FORCE MAIN

1 EA - REMOVE GATE VALVE

STA 73+78.56 - 43.5'L

21 LF - REMOVE WATER MAIN PIPE

STA 73+58.45 - 45.3'L TO 73+78.56 - 43.5'L

1 EA - REMOVE GATE VALVE

STA 73+58.45 - 43.8'L

1 EA - REMOVE GATE VALVE

STA 73+55.19 - 33.7'R

5 LF - REMOVE WATER MAIN PIPE

STA 73+58.22 - 40.9'L TO 73+58.45 - 45.3'L

1 EA - REMOVE HYDRANT

STA 73+55.44 - 34.8'R 

1 EA - REMOVE GATE VALVE

STA 77+78.77 - 33.4'R

1 EA - REMOVE GATE VALVE

STA 77+66.37 - 31.1'R

52 LF - REMOVE WATER MAIN PIPE

STA 77+59.50 - 76.4'R TO 77+78.80 - 30.8'R

SEWER REMOVALS:

ABANDON EXISTING SEWER SERVICE

STA 72+08.03 - 33.1' L TO 72+07.85 - 43.0' R

REMOVE SEWER MANHOLE

STA 77+14.64 - 33.6' L

38 LF - REMOVE SEWER FORCE MAIN

STA 77+14.64 - 33.6' L TO 77+36.86 - 3.0' L

ABANDON WATER MAIN:

STA 73+54 TO 89+09

YANKTON

EXISTING FORCE MAIN

CONNECT TO

Rev. 6/13/16  JDL

66'

83'
83'

133'

Present SD Hwy 504th Street

1/16 Line

Dale Electronics, Inc., a corporation

Sohler Properties, LLCSohler Properties, L.L.C.

South Dakota
City of Yankton, City of Yankton, South Dakota

South Dakota
City of Yankton, Parcel 12

Ferdig Avenue

40'EASEM
ENT
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'

Parcel 21 Parcel 21

Parcel 12
Parcel 12
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'

4
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'
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'

4
4
'

Parcel A56 Parcel 13

Parcel 20 & 20A

Sandra Justra

John Justra and

Phyllis Blakey Thorton, Et Al.
Phyllis Blakey Thorton, Et Al.

Corporation

A M
unicipal

City of Yankton,

LOT 201

LOT 16

IN GOV LOT 3

BLAKEY'S 2ND ADDITION

LOT 1

LOT 16

LOT 14

IN GOV LOT 3

BLAKEY'S 2ND ADDITION
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Plotting Date: 5/31/2016

REFERENCE PURPOSES ONLY.

THIS PLAN SET IS FOR WATER MAIN AND SANITARY SEWER 

FINISH GRADE AND STORM SEWER INFORMATION SHOWN IN 

FINISH GRADE ELEVATIONS AND STORM SEWER INFORMATION.  

NOTE:  SEE SDDOT PLAN SET NH 0050(122)384 FOR ALL 

EXISTING 12" WATER MAIN

(FORCE MAIN)

INV 1171.15

(FORCE MAIN)

INV 1170.27

FIRE HYDRANT

PROPOSED

WATER MAIN

PROPOSED 12" FORCE MAIN

PROPOSED 10"

PROFILE ALONG ALIGNMENT

PROPOSED ROADWAY

(REMOVE)

EXISTING 18" SEWER MAIN

WATER SERVICE

PROPOSED 6"

PROPOSED 12" WATER MAIN

(FORCE MAIN)

INV 1171.20

(FORCE MAIN)

INV 1175.23

(REMOVE)

EXISTING MANHOLE

10" FORCE MAIN

CONNECT TO EXISTING

(REMOVED BY OTHERS)

EXISTING 10" FORCE MAIN

PROPOSED 12" WATER MAIN

ELEVATION AT ALIGNMENT

PROPOSED FINISHED GROUND
'
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 -0.3000%
 0.3000%

Elev 1181.5850

In Grass Boulevard @ West Side of Far East Entrance to Stockman's Livestock

74+80.78 - 49.01' L

CP 15
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66'

133'

Present SD Hwy 504th Street

Sohler Properties, LLC

Dale Electronics, Inc., a corporation
Dale Electronics, Inc., a corporation

133'

South Dakota
City of Yankton,

Sohler Properties, LLC

South Dakota
City of Yankton, Parcel 12Parcel 12

Parcel 13

Parcel 13

Parcel A57

4
4
'

4
4
'

4
4
'

Parcel 22

A Municipal Corporation

City of Yankton,

GOVT LOT 3

LOT 4 & 6 IN

LOT 16

LOT 15

LOT 2

LOT 16

LOT 15

RAILROAD SUBDIVISION

SEC 17 -  T93N - R55W

SEC 17 -  T93N - R55W

WATER MAIN IN PLACE

ABANDON EXISTING 

Sta 82+00.00 - 68.01' R (12x6)

Install Pipe Tee

Sta 82+00.00 - 62.30' R (6")

Install Gate Valve with Box

WATER REMOVALS:

1 EA - REMOVE GATE VALVE

STA 79+58.10 - 47.3'R

Sta 79+49.12 - 68.01' R (12x6)

Install Pipe Tee

Sta 79+49.12 - 72.97' R (6")

Install Gate Valve with Box

79+49.12 - 68.01' R to 79+49.12 - 78.01' R  (10')

Install 6" - PVC Water Main

79+49.12 - 78.01' R

Connect to Existing Water Main

82+00.00 - 68.01' R to 85+25.65 - 67.45' R  (326')

Install 12" - PVC Water Main

82+00.00 - 68.01' R to 82+00.00 - 44.67' R (24')

Install 6" - PVC Water Main

Sta 79+49.12 - 78.01' R (6")

Install Pipe Bend, 45 Degree

82+00.00 - 44.67' R

at the following locations:

with 30" Hydrant Extension

Install Standard Fire Hydrant

YANKTON
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REFERENCE PURPOSES ONLY.

THIS PLAN SET IS FOR WATER MAIN AND SANITARY SEWER 

FINISH GRADE AND STORM SEWER INFORMATION SHOWN IN 

FINISH GRADE ELEVATIONS AND STORM SEWER INFORMATION.  

NOTE:  SEE SDDOT PLAN SET NH 0050(122)384 FOR ALL 

(REMOVED BY OTHERS)

EXISTING 10" FORCE MAIN

PROFILE ALONG ALIGNMENT

PROPOSED ROADWAY

ELEVATION AT ALIGNMENT

PROPOSED FINISHED GROUND

FIRE HYDRANT

PROPOSED

(REMOVED BY OTHERS)

EXISTING 10" FORCE MAIN

WATER SERVICE

PROPOSED 6"
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1195

1200

12051205

Elev 1179.3270

NE Corner of Hwy 50 & Ferdig Ave. - In Grass

83+91.50 - 45.23' L

CP 16

 -0.3000%

PROPOSED 12" WATER MAIN
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Plotting Date:

Sta 89+00.00 - 79.72' R (6x6)

Sta 89+00.00 - 65.08' R (12x6)

Sta 88+51.91 - 65.36' R (12x6)

Sta 85+25.74 - 67.27' R (12x6)

Install Pipe Tee

Sta 89+00.00 - 87.42' R (6")

Sta 88+94.54 - 65.16' R (12")

Sta 85+25.48 - 72.72' R (6")

Install Gate Valve with Box

89+08.90 - 80.17' R

88+27.67 - 81.71' R

Connect to Existing Water Main

85+25.78 - 97.27' R

at the following locations:

with 24" Hydrant Extension

Install Standard Fire Hydrant

89+00.00 - 95.07' R

at the following locations:

with 12" Hydrant Extension

Install Standard Fire Hydrant

Sta 89+04.85 - 64.89' R

Install 12" Pipe Cap 32

89+00.00 - 65.08' R to 89+04.85 - 64.89' R (5') 

88+29.89 - 65.49' R to 89+00.00 - 65.08' R (71')

85+25.74 - 67.27' R to 88+29.89 - 65.49' R  (305')

Install 12" - PVC Water Main

Sta 88+51.91 - 78.61' R (6")

Install Pipe Bend, 45 Degree

Sta 89+00.00 - 79.72' R to 89+00.00 - 95.07' R (15')

Sta 89+00.00 - 79.72' R to 89+08.90 - 80.17' R (10')

Sta 89+00.00 - 65.08' R to 89+00.00 - 79.72' R (15')

Sta 88+51.91 - 78.61' R to 88+24.25 - 106.67' R (40')

Sta 88+51.91 - 65.36' R to 88+51.91 - 78.61' R (14')

Sta 85+25.74 - 67.27' R to 85+25.78 - 97.27' R (30')

Install 6" - PVC Water Main

6/13/2016
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1
/4
 S

e
c
ti
o
n
 L
in
e

6
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A
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e

Dale Electronics, Inc., a corporation

Assoc. Foundation

National Field Archery 

1
/4
 S

e
c
ti
o
n
 L
in
e

Sturdevants East River Holding, L.L.C.

VARIES
VARIES 200'

Parcel A57 Parcel A58

Parcel 22
A Municipal Corporation

City of Yankton,

A Municipal Corporation

City of Yankton,

LOT 2 LOT 3 OF LOT 6 IN

EXC PAR 1 OF LOT B

LOTS A & B

4th Street Present SD Hwy 50

T
C
 H
ig
h
 P
re
ss

u
re
 O
il 
P
ip
e
lin
e

84+00 85+00 86+00 87+00 88+00 89+00 90+00

SEC 17 -  T93N - R55W

SEC 17 -  T93N - R55W

WATER REMOVALS:

1 EA - REMOVE HYDRANT

STA 88+99.55 - 89.4'R 

10 LF - REMOVE WATER MAIN PIPE

STA 88+99.55 - 89.4'R TO 88+99.47 - 80.4'R

20 LF - REMOVE WATER MAIN PIPE

STA 88+90.23 - 80.7'R TO 89+09.03 - 80.9'R

WATER MAIN IN PLACE

ABANDON EXISTING 

WATER REMOVALS:

1 EA - REMOVE GATE VALVE

STA 85+29.74 - 90.3'R

1 EA - REMOVE GATE VALVE

STA 85+26.07 - 96.1'R

1 EA - REMOVE HYDRANT

STA 85+25.77 - 97.3'R

WATER MAIN IN PLACE

ABANDON EXISTING 

YANKTON

Rev. 6/13/16  JDL
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REFERENCE PURPOSES ONLY.

THIS PLAN SET IS FOR WATER MAIN AND SANITARY SEWER 

FINISH GRADE AND STORM SEWER INFORMATION SHOWN IN 

FINISH GRADE ELEVATIONS AND STORM SEWER INFORMATION.  

NOTE:  SEE SDDOT PLAN SET NH 0050(122)384 FOR ALL 

ELEVATION AT ALIGNMENT

PROPOSED FINISHED GROUND

PROPOSED 12" WATER MAIN

FIRE HYDRANT

PROPOSED

(REMOVED BY OTHERS)

EXISTING 10" FORCE MAIN

PROFILE ALONG ALIGNMENT

PROPOSED ROADWAY

WATER SERVICE

PROPOSED 6" WATER MAIN

PROPOSED 6"
WATER MAIN

EXISTING 6"

TT
T
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1155
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18" RCP 0.50% 18" RCP 0.12%

FL 1172.77
FLR 1172.60
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 0.3002%  -0.5313%

1
1
7
8
.9

2

1
1
7
8
.8

6

1
1
7
8
.8

0

1
1
7
8
.7

4

1
1
7
8
.6

8

1
1
7
8
.6

2

1
1
7
8
.5

6

1
1
7
8
.5

0

1
1
7
8
.4

4

1
1
7
8
.3

8

1
1
7
8
.3

2

1
1
7
8
.2

6

1
1
7
8
.2

0

1
1
7
8
.1

4

1
1
7
8
.0

8

1
1
7
8
.0

2

1
1
7
7
.9

6

1
1
7
7
.9

0

1
1
7
7
.8

4

1
1
7
7
.7

8

1
1
7
7
.7

2

1
1
7
7
.6

6

1
1
7
7
.6

0

1
1
7
7
.5

7

1
1
7
7
.6

3

1
1
7
7
.6

9

89+00.00
End Grading

18" RCP 0.18%

E
G
I

E

R

E

N
E
E

UT D

R O.

R
S
T
E
R

D
P

OFESSIONAL

N
G
I

R

SO
H AKOTA

EGN

LARSON

JOSH

8161

FOR BIDDING PURPOSES ONLY



DAKOTA

SOUTH

STATE OF
PROJECT

SHEET
SHEETS

TOTAL

    43        ES 2016-003        

Plotting Date: 5/31/2016

34

E
G
I

E

R

E

N
E
E

UT D

R O.

R
S
T
E
R

D
P

OFESSIONAL

N
G
I

R

SO
H AKOTA

EGN

LARSON

JOSH

8161

MANHOLE #4 (ESSMH #4)

EXISTING SANITARY SEWER

EXISTING RIM = 1185.20'

Sta 56+87.04 - 62.14' L

EXISTING CASTING

PROPOSED RIM = 1183.61'
4
.0

0
'

9
.7

9
'

0
.9

2
'

NEW CASTING

PROPOSED CURB/GUTTER

MANHOLE #5 (ESSMH #5)

EXISTING SANITARY SEWER

EXISTING RIM = 1183.50'

Sta 57+82.40 - 29.66' L

EXISTING CASTING

PROPOSED RIM = 1183.12'

1
4
.0

8
'

3
.0

0
'

9
.5

1
'

1
.1

9
'

NEW CASTING

PROPOSED CURB/GUTTER

1 - 2" ADJUSTING RING
3 - 2" ADJUSTING RINGS

EXISTING FOR NEW CONE SECTIONS.

VERIFY JOINT TYPE AND MATCH

NOTE:

INSTALL MANHOLE EXTERNAL JOINT SEALS (INCIDENTAL)

INSTALL MANHOLE EXTERNAL FRAME SEAL

INSTALL NEW 9" CASTING

INSTALL NEW ADJUSTMENT RINGS

INSTALL NEW 4' ECCENTRIC CONE SECTION

REMOVE EXISTING 6.5' ECCENTRIC CONE SECTION

REMOVE EXISTING ADJUSTMENT RINGS

REMOVE EXISTING CASTING

RECONSTRUCT MANHOLE:

INSTALL MANHOLE EXTERNAL JOINT SEALS (INCIDENTAL)

INSTALL MANHOLE EXTERNAL FRAME SEAL

INSTALL NEW 9" CASTING

INSTALL NEW ADJUSTMENT RINGS

INSTALL NEW 3' ECCENTRIC CONE SECTION

REMOVE EXISTING 4.6' ECCENTRIC CONE SECTION

REMOVE EXISTING ADJUSTMENT RINGS

REMOVE EXISTING CASTING

RECONSTRUCT MANHOLE:

FOR BIDDING PURPOSES ONLY
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MANHOLE #6 (ESSMH #6)

EXISTING SANITARY SEWER

EXISTING RIM = 1181.56'

Sta 62+59.05 - 25.69' L

PROPOSED RIM = 1181.77'
4
.0

0
'

5
.6

2
'

1
.3

8
'

   

1
0
.7

9

EXISTING CASTING

NEW CASTING

MANHOLE #7 (ESSMH #7)

EXISTING SANITARY SEWER

Sta 66+87.69 - 29.10' L

4
.0

0
'

3
.0

3
'

0
.9

6
'

8
.6

5
'

EXISTING CASTING

NEW CASTING

EXISTING RIM = 1181.07'

PROPOSED RIM = 1180.41'

4 - 2" ADJUSTING RINGS

1 - 2" ADJUSTING RING

INV W 1172.42

EXISTING FOR NEW CONE SECTIONS.

VERIFY JOINT TYPE AND MATCH

NOTE:

FLOWLINE

EXISTING 

MATCH 

FORCE MAIN

PROPOSED 10" 

SEWER MAIN

EXISTING 18" 

SEWER MAIN

EXISTING 18" 

INSTALL MANHOLE EXTERNAL JOINT SEALS (INCIDENTAL)

INSTALL MANHOLE EXTERNAL FRAME SEAL

INSTALL NEW 9" CASTING

INSTALL NEW ADJUSTMENT RINGS

INSTALL NEW 4' ECCENTRIC CONE SECTION

REMOVE EXISTING 5.2' ECCENTRIC CONE SECTION

REMOVE EXISTING ADJUSTMENT RINGS

REMOVE EXISTING CASTING

RECONSTRUCT MANHOLE:

INSTALL MANHOLE EXTERNAL JOINT SEALS (INCIDENTAL)

INSTALL MANHOLE EXTERNAL FRAME SEAL

CONNECT TO EXISTING SEWER MAIN

INSTALL NEW ADJUSTMENT RINGS

INSTALL NEW 9" CASTING

INSTALL NEW 4' ECCENTRIC CONE SECTION

REMOVE EXISTING 5.6' ECCENTRIC CONE SECTION

REMOVE EXISTING ADJUSTMENT RINGS

REMOVE EXISTING CASTING

RECONSTRUCT MANHOLE:

PROPOSED CURB/GUTTER
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CONCRETE THRUST BLOCK 

FOR BIDDING PURPOSES ONLY



38DAKOTA

SOUTH

STATE OF
PROJECT

SHEET
SHEETS

TOTAL

    43        ES 2016-003        

Plotting Date: 5/31/2016

VALVE BOX EXTENSION

(OR REPLACEMENT OF TOP SECTION)

V
A

R
IA

B
L
E

VALVE BOX ADJUSTMENT

IF MAXIMUM EXTENSION OF

VALVE BOX IS LOWER THAN

9" BELOW PROPOSED STREET

SURFACE, REMOVE TOP SECTION

& ADD A 

SECTION; "TYLER 58,59,60" OR

EQUAL.  RE-USE TOP SECTION.

TO MEET PROPOSED GRADE.

NO SCALE

2.

NO SCALE

V
A

R
IA

B
L
E

V
A

R
IE

S

V
A

R
IE

S

SCREW TYPE ADJUSTABLE

PROPOSED STREET

USE THIS METHOD IF

TOP SECTION OF VALVE

BOX CANNOT BE EXTENDED

NOTES:

ADJUST TOP OF 

VALVE BOX TO MATCH

CROWN OF STREET

USE THIS METHOD IF

TOP SECTION OF VALVE

BOX CAN BE ADJUSTED

TO FINISHED GRADE

2.

1. 

NOTES:

1.

FILL ANY EXCAVATED

AREA WITH SELECT

SAND OR GRAVEL

TO FINISHED GRADE

ADJUST (SCREW) UP

EXISTING 

SURFACE

SURFACE

MAXIMUM LIMITS

PAY ITEM.

OF EXCAVATION 

FOR "EXTENSION"

OR APPROVED EQUAL

RISER - "TYLER 69"

ADJUSTMENT

(MAXIMUM = 9")

V
A

R
IE

S

ACCEPT THE RISER, REPLACE

VALVE BOX INSTALLATION

AS SHOWN IN DETAIL FOR

VALVE BOX REPLACEMENT.

CONTRACTOR TO FURNISH

THE TOP & CENTER SECTION

ALL MATERIALS.

5.

2.

3.

NO SCALE
CITY SPECIFICATIONS.

CONTRACTOR TO FURNISH

ALL MATERIALS TO MEET

ADJUST TOP OF VALVE 

BOX TO MATCH CROWN

IF THE TOP SECTION OF

OF STREET.

VALVE BOX WILL NOT 

4.

3.

FILL ANY EXCAVATED

AREA WITH SELECT

SAND OR GRAVEL

NOTES

1.

VALVE BOX IS

BROKEN OR IF

OF THE VALVE

BOX WILL NOT

RISER EXTENSION.

ACCEPT THE 

THE TOP SECTION

OR IF CENTER

TOP & CENTER,

SECTION OF

METHOD IF

USE THIS

SURFACE

EXISTING STREET

PROPOSED STREET

SURFACE

BACKFILL EXCAVATION

AREA WITH SELECT

SAND OR GRAVEL

SCREW-TYPE CENTER EXTENSION

OF STREET

BOX TO MATCH CROWN 

ADJUST TOP OF VALVE 

VALVE BOX ADJUSTMENT / REPLACEMENT

FOR BIDDING PURPOSES ONLY
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WATER MAIN

PROPOSED

EXISTING/

WATER MAIN

PROPOSED

EXISTING/
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    40

SANITARY SEWER MANHOLE TYPE A MANHOLE FRAME AND LID

APPROVED EQUAL

SUCH AS NEENAH R-1733-B OR ENGINEER

MANHOLE FRAME AND LID TO BE TYPE A9

9
"
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MANHOLE BENCH AND INVERT DETAIL TYPICAL SANITARY SEWER SERVICE
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Plotting Date: 5/31/2016

STUB-IN MARKER DETAIL

SANITARY SEWER SERVICE

FOR BIDDING PURPOSES ONLY



43DAKOTA

SOUTH

STATE OF
PROJECT

SHEET
SHEETS

TOTAL

    43        ES 2016-003        

Plotting Date: 5/31/2016

TRACER WIRE SYSTEM

SANITARY SEWER FORCE MAIN

FOR BIDDING PURPOSES ONLY
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